
DX2 • HARDWIRE COMMUNICATIONS • SINGLE SERIAL PATH LESS THAN 100 FEET
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Hardwire Communications using Single Serial Path
(one continuous string) when Controller
Submaster is within 100 feet of Central Computer

Cable 417-0025
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